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03/08/99

U-5795

T

TP PROJEC

G N

T.I.LP. NO. SHEET NO.

STATE OF NORTH CAROLINA U_5795 UC
DIVISION O HIGHWATYS \ J

END
PROJECT

UTILITY CONSTRUCTION PLANS
JOHNSTON COUNTY

LOCATION: SR 2302 (RICKS ROAD) FROM US 70 TO US 301 IN SELMA

TYPE OF WORK: WATER LINE CONSTRUCTION

PROJECT

\ NOT TO SCALE

END TIP PROJECT U-5795
—L- POT STA. 41+ 72.31

BEGIN CONSTRUCTION
-Y1- POT STA. 11+ 60.00

BEGIN TIP PROJECT U-5795
—_L- POT STA. 10+ 60.00 /

END CONSTRUCTION

-Y1- POC STA.18+30.00 .

!

T
END CONSTRUCTION
-Y2- POT STA. 11+00.00

BEGIN CONSTRUCTION
-Y4- POT STA.10+72.00

END CONSTRUCTION
-Y3- POT STA. 11+05.00

END CONSTRUCTION
-Y5- POT STA. 10+ 83.00

WATER LINE APPROVED UNDER
PERMIT NO. 17-00897

T

gineering\UC\Proj\Ub795_ut_1tsh_UCOl_psh.dgn

3/12/2018
\UTTTTTes\En
_USERNAME -

R

DOCUMENT NOT CONSIDERED FINAL
THIS PROJECT IS WITHIN THE CITY LIMITS OF SELMA. UNTIL ALL SIGNATURES ARE COMPLETED
J
g GRAPHIC SCALES N[ INDEX OF SHEETS \ ([ PREPARED IN THE OFFICE OF: N ( N (O : h
WATER AND SEWER ' SEAL o, DIVISION OF HIGHWAYS
X DIVISION 4
50 25 O 50 100 ENGINEERING
o . SHEET NO. DESCRIPTION: OWNERS ON PROJECT O § B ik 30
PLANS Q:\\,\ CA R’O(//} WILSON, NC 27895
3220 GLEN ROYAL RD. RALEIGH, NC 27617 S 0,
50 25 0 50 100 UC-I HILE SHEET (A) WATER- TOWN OF SELMA TELE 919.788.0224 FAX 919.788.0232 5?.-‘39@38/0”/»;‘-:7‘-_
i]]ﬁ]L i Uc-2 UTILITY SYMBOLOGY ~ NC LICENSE #P-0189 fo§T SEAL T
UC=3 DETAILS (B) SANITARY SEWER- TOWN OF SELMA R PSS -
PROFILE (HORIZONTAL) - ®/CG’N{\%“\(O@ KIM MOORE DIV, UTILITY COORDINATOR
o 5 0 10 20 gg_i THRU UC-6 g;g;{gg (;(;ZE;];{;UCTION SHEETS BRIAN WILES, PE__ UTILITY PROJECT MANAGER . M MATT CLARKE,PE  DIVISION PROJECT MANAGER
PROFILE (VERTICAL] - ERIC TWEED, PE PROJECT UTILITY COORDINATOR Cte Jiced HA2/208 DIV. PROJ. DEVELOPMENT ENGR.
¢ ) L )\ ) \(MARY JO LEE,PE  PROJECT UTILITY DIRECTOR ) \_ ) eRANDON HERRING, PE DIV. CONSTRUCTION ENGINEER
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g\UC\Pro j\U5795 _ut_sym_UCZ _psh.dgn

NAM

(/172017

PROJECT REFERENCE NO. SHEET NO.

STATE OF NORTH CAROLINA
DIVISION OF HIGHWAYS

UTILITIES PLAN SHEET SYMBOLS

PROPOSED WATER SYMBOLS PROPOSED MISCELLANOUS UTILITIES SYMBOLS

Water Line (Sized as Shown) - 2 N E— Power POle 6 Thrust BLOCK |
1114 Degree Bend ‘ot Telephone Pole - -O- Air Release Valve - .
2215 Degree Bend +o¥ Joint Use Pole - Utility Vault oo -
45 Degree Bend - +¢ Telephone Pedestal o} CONCrete Paer -
90 Degree Bend +o %%;éétgsl‘éﬂgw% Others 107 1 P L1 STEEL Pa@r o ]
PLUQ o b Trenchless Installation oo —s— Plan NOte s \NOTE
T@@ oo o Encasement by Open Cut —_— Pay Item NOte ~—__ |
PAY ITEM
GRS oo 18+ ENCASEMENT - rrroees oo —
REAUCEI s pe
BALE VALVE e ; EXISTING UTILITIES SYMBOLS
Butterfly Valve Y POWer POLe o “Underground POWER Line s
Tapping Valve o M Telephone Pole . *Underground Telephone Cable «:
Line Stop T Joint Use Pole . *Underground Telephone Conduit::
Line Stop with Bypass wfp Utility PoOle s o *Underground Fiber Optics Telephone Cable
Blow OFf - Utility Pole with Base s O *Underground TV Cable -
Fire Hydrant e £y H-Frame POLE e oo *Underground Fiber Optics TV Cable ~ -
Relocate Fire Hydrant - (3 Power Transmission Line Tower X *Underground Gas Pipeling «
Remove Fire Hydrant oo REN PR Water Manhole ® Aboveground Gas Pipeline - e
Water Meter v Power Manhole ® *Underground Water Ling
Relocate Water Meter — s v Telephone ManhQle - ® Aboveground Water Line -« e
Remove Water Meter o ot W Sanitary Sewer Manhole ® *Underground Gravity Sanitary Sewer Line- ss
Water Pump Station PST) Hand Hole for Cable a2 Aboveground Gravity Sanitary Sewer Line- L Soniery Sever
RPZ Backflow Preventer > Power Transformer - ~ *Underground SS Forced Main Ling:- -
DCV Backflow Preventer - > Telephone Pedestal @ Underground Unknown Utility Line -
Relocate RPZ Backflow Preventer-—o > CATV Pedestal s n SUE Test Hole s 2
Relocate DCV Backflow Preventer o > Gas Valve % Water Meter ©

Gas Meter 0 WATEP VALVE@ oo ®

PROPOSED SEWER SYMBOLS Located Miscellaneous Utility Object - © Fire Hydrant ?

Gravity Sewer Line e S — : c 1 oy CamA Tt (T B A ATt
(Sized as Shown) Abandoned According to Utility Records AATUR Sanitary Sewer Cleanout @
Force Main Sewer Line e e — i

(Sized as Shown) End of Information E.O.L

manhole o "

(Sized per Note) For Existing Utilities

Sewer Pump Station - PS(SS) Utility Line Drawn from Record ...

(Type as Shown)

Designated Utility Line
(Type as Shown)

REV: 2/1/2012

1l1tiles\Engineerin
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NAM

Il/6/2017

PROJECT TYPICAL DETAILS

-- FH NOTE: FH SHALL BE PROVIDED WITH STORZ CONNECTION--

ENGINEERING
P

3220 GLEN ROYAL RD. RALEIGH, NC 27617

TELE 919.788.0224 FAX 919.788.0232
NC LICENSE #P-0189

PROJECT REFERENCE NO.

SHEET NO.

U-5795

Uc-3

#3 REBAR

L, 4

—= 10"

24"

©

NOTE:
PROTECTOR RING SHALL BE
3,000 P.S.I. CONCRETE.

CONCRETE PROTECTOR RING

Name Date

NOT TO SCALE

NOTE: PIPE SHALL BE BEDDED UP TO
SPRING LINE AND MINIMUM 4" BELOW
BOTTOM OF PIPE WHEN WET AREAS ARE
ENCOUNTERED.

HAND PLACED
DENSELY COMPACTED
BACKFILL TO 1 FT.
ABOVE TOP OF PIPE

\ UNDISTURBED EARTH

ELECTRONIC MARKER BALLS AT 100" ON

BE INSTALLED AT 1 1/2 TO 2' DEEP.

NOTE: MARKER BALLS SHALL BE
INSTALLED CONCURRENTLY WITH PIPE.
SHALEEQZE/?D?EU;;FI{?AII\?E =l ; MARKER BALLS SHALL NOT BE INSTALLED
"5 — K AFTER TRENCH HAS BEEN COMPLETELY
ALONG ENTIRE LENGTH - G BACKFILLED

BEDDED PIPE \

OF PIPE BARREL
T™—=— 1/2 PIPE O.D.

24" + 0.D. MAX.
12"+ 0.D. MIN.

| |

NOTE:

WATER MAINS 8"@ AND SMALLER SHALL
HAVE MINIMUM OF 3' COVER. WATER
MAINS LARGER THAN 8"@ SHALL HAVE A
MINIMUM OF 3'-6" COVER.

PIPE LAYING CONDITION

NOT TO SCALE

CENTER & AT BENDS. MARKER BALLS SHALL

FINISHED GRADE

#67 STONE FILL
6-8"

NOTE:

1. MIN. OF 4 CU. FT. STONE (MORE IF REQ'D).

2. CONC. THRUST BLOCK TO HAVE MIN. OF 6 SQ. FT. BEARING ON
SOLID BANK (MORE IF REQ'D.).

3. DRAIN HOLES AND FLANGES SHALL BE CLEAR OF CONC.

4. FIRE HYDRANT BARREL SHALL BE PLUMB.

5. ALL MATERIALS USED IN THE POTABLE WATER SYSTEM MUST BE
NSF61 AND NSF372 CERTIFIED AND MEET THE LATEST FEDERAL
SAFE DRINKING WATER ACT REQUIREMENTS.

COAT HYDRANT BONNET AND NOZZLE CAPS
W/ "ALERT" REFLECTIVE FIRE HYDRANT PAINT
SILVER MODEL #1440

PUMPING & HOSE CONNECTIONS
EQUAL TO COUNTY STANDARD

— BREAKRING TO BE SET WITHIN 2"-4"

OF FINISHED GRADE
VALVE BOX

CONCRETE THRUST BLOCK

SPECIFIED

R

#67 STONE FILL
(4 C.F.MIN.) |

N— GATE VALVE

OR

PAY ITEM
FIRE HYDRANT ASSEMBLY INCLUDES
ALL ITEMS EXCEPT MAIN LINE TEE

FIRE HYDRANT ASSEMBLY

NOT TO SCALE

HYDRANT TEE

"Aqua-Grip" RINGS OR ROMAC
GRIP RINGS MAY BE USED AT
JOINTS IN LIEU OF THREADED RODS

WATERLINE SIZE VARIES
SEE PLANS

CONCRETE THRUST BLOCK

VALVE SHALL BE PLACED ON THE
WATER MAIN SIDE OF ROAD DITCH

%" TYPE 304 S.S. THREADED RODS
HYPRANT 1ft¢ IR P'BER SEGMENT

**FIRE HYDRANTS INSTALLED ON EXISTING 6" WATER MAINS, MUST BE INSTALLED USING A 6"x6"
TEE CUT INTO THE EXISTING WATER MAIN. FIRE HYDRANTS INSTALLED ON EXISTING WATER
MAINS LARGER THAN 6", CAN BE INSTALLED USING A TAPPING SLEEVE AND VALVE ON THE
EXISTING WATER MAIN.

VALVE AND VALVE BOX INSTALLATION

FOR USE IN PAVED AREAS

FINISHED GRADE
IN PAVED AREA

UTILITY CO

VALVE BOX COVER

~ X~ CONCRETE
- — PROTECTOR

- -~ RING

i - - —— VALVE BOX
- =

- :{X TAMPED
il B k- BACKFILL

WATER MAIN - —
il

VALVE

TAMPED BACKFILL /(_M/%\ BLOCKING

SECTION

NOTES:

1. D.I.LP. MAY BE USED FOR VALVE BOX EXTENSIONS.
2. VALVE BOX SHOULD NOT CONTACT WATER MAIN

OR VALVE.

3. CONCRETE PROTECTOR RING SHALL BE USED IN

ALL UNPAVED AREAS.

4. ALL MATERIALS USED IN THE POTABLE WATER
SYSTEM MUST BE NSF61 AND NSF372 CERTIFIED
AND MEET THE LATEST FEDERAL SAFE DRINKING

WATER ACT REQUIREMENTS.

\

RCSLLLLT TN
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°

Ry &
03 @/ ........... @ 0
R DocuSingeﬁ'eC M “\\“‘

Cve Jueed """"11/6/2017

TP Ty CoNSTRUCT 10N
PLANS ONLY

STRUCTION

DOCUMENT NOT

CONSIDERED FINAL
UNTIL ALL SIGNATURES ARE COMPLETED

FOR USE IN UNPAVED AREAS

FINISHED GRADE
IN UNPAVED AREA

NOT TO SCALE

THRUST COLLAR. SEE
DTL 9 THIS PAGE

EX. AC WATER LINE

Name Date Name Date Name Date
Drawn By: : PAGE |Drawn By: : WATER PAGE |Drawn By: : WATER PAGE |Drawn By: : WATER PAGE
— JOHNSTON COUNTY o ATER 14 ooty St STANDARD DETAIL g7 sy b o STANDARD DETAIL 4 oty ot e Ut *Valve and Vaive 13
cale. Smithio, NG 27577 Concrete Protector Ring = Smithio NG 27577 Condition cole Smithioa, NG 27577 Assembly ol Sithio, NG 27577 Box Installation
Rev. Description |Date  |Init. Rev. Description |Date |Init. Rev. Description |Date  |Init. Rev. Description |Date  |Init.
: z -~ 40+ ol B CONCRETE THRUST
] - IR -0 L‘ | B ‘ COLLAR (3,000 P.S.1.) THRUST COLLAR (TYP) 6" RJ TEE. (FOR NEW
O e SR ’< SEE DTL 9 THIS PAGE LINE TO RICKS RD)
/ N < . c %, D.IP.
S L e . EX. 6" CIP. DEPTH TO
i o Tl EX. 6" CIP. PROVIDE BE VERIFIED.
| P "
: SECTION SLEEVE AS NEEDED NEW 36" RCP (REPLACING
REINFORCING D & RESTRAIN ACROSS EXISTING 24")
NEW WATER LINE
’t\;l"c')'TToE :16" MAINS = 12-NO. 7 BARS
SN J SLEEVE AS NEEDED
CONCRETE THRUST ? . @ b —
COLLAR (3,000 P.S.1.) i (W
e e Hfmmuﬁuﬁ”f‘m i o o
ANCHOR | - ﬂL - D.LP. \ TRENCH WALL
Z RING —cc i) _ .| MAN j -
TRENCH RS (I TAMPED BACKFILL N .
o \ \ ‘L‘ ‘ A\l ‘ \/ 3'
PLAN \ UNDISTURBED " " o
SolL 6 DIP 6 RJ 45 BENDS ;
PIPE DIAMETER CONCRETE THRUST COLLAR ANCHOR COLLAR RINGS REQUIRED NO TES:
A B c (1) THE EXISTING 6" WL RUNS THROUGH A BURIED
6"8"12" o’ o z ONE JUNCTION BOX ON EXISTING STORM LINE.
16" -4 10" 2 ONE SEVER THE WATER LINE ON EITHER SIDE OF THE
20 14" 10 3 ONE JUNCTION BOX & REPLACE PER THIS DETAIL.
o (2) COORDINATE WITH SELMA REGARDING THE ROD BEND TO COLLAR
% -4 i & wo 1" DIA WATER LINE RUNNING OVERTOP OF THE
BURIED JUNCTION BOX AND PARALLEL TO THE
R ST T Dl I S
THRUST COLLAR INSTALLATION UNDER PAVEMENT AS IS PRACITCAL. NEW BEND W/ RESTRAINT COLLAR
NOT TO SCALE
Name Date - + P LAN
e TIE-IN DETAIL 119+30% (
sl somboeaL | g RCP_CROSSING AT POLLOCK ST. NO SCALE
cale: .0. Box c
Sonl o e “installation” NO SCALE
Rev. Description | Date  |Init.

1lities\Engineerin




& PROJECT REFERENCE NO. SHEET NO.
: \ / ENGINEERING —5705 UC—2
S )y N DESIGNED BY: EMT
- DRAWN BY: EMT S CARD e,
T 3220 GLEN ROYAL RD. RALEIGH, NC 27617 [CHECKED BY:  MJL __:”&?3«2’%38/&;;.?7‘—._
_y/= POT Sta. 10+00. TELE 919.788.0224 FAX 919.788.0232 [ApPROVED Bv: Poidgea 7y G
07 _Sta. 10400.00 NC LICENSE #P-0189 - . T i o
VISED: o Q 3
«/GI NE, S

BEGIN CONSTRUCTION

e

SELMA RAUM, LLC

/ 15+00

\ <<
12"X12"X6" TEE. RECONNECT EX.
6" LINE TO NEW MAIN & PROVIDE

NEW 6" VALVE

"’I'QE. ............. ..@“:
DEPARTMENT OF —oocusionsd & Iy N\f"
TRANSPORTAT [ON Cue Jurdld 0116 12017
\

(} UTILITIES ENGINEERING SEC.N—30Dcs2B1819D415...

Sy

NORTH CAROL INA

PHONE:(919)707-6690|UTILITY CONSTRUCTION
FAX:(919)250-4151 PLANS ONLY

UTILITY CONSTRUCTION

DOCUMENT NOT CONSIDERED FINAL
UNTIL ALL SIGNATURES ARE COMPLETED

=Yl—= POT Sta.ll+60.00

DEVSHYAM CORP.

—-L- POT Sta. 10+00.00=

~Y/- POT Sta. [4+71.23~
-Y8- POT Sta. 12+39.24

I/16/2017
SN A

#469

WAFFLE HOUSE INC.

POT Stq

~Y8-
10+44.87

|
\<
T

WAYNE OIL

(2

\ L COMPANY, INC.

—Y2- POT Sta. 10+00.00= @
—I— POC Sta.3+349] \

McDONALDS \
REAL ESTATE COMPANY P

1ST 60 LF SHALL BE RJ DIP

TIE 12" DIP TO EX. TEE

6

ACKSON, CURTIS B.

\ 20+00

\

OAP ABANDONED SEWER SERVICE
: 12""X12"X6" TEE. RECONNECT EX.
2 6" LINE TO NEW MAIN & PROVIDE
\

NEW 6" VALVE N

\ @

L- PT, Sta. 16+12,01

@

| END CONSTRUCTION

-Y2- POT Sta. 11+00.00

3 JACKSON, CURTIS B. &
-
Ll
L
T
(%)
Ll
E 7z
e _ /RN _td-
— — W18
o — \ I =|V— —— _ |= o.
e \—JEETT v e — : = N N 0] *4“———f—2
= MOYES N\ (X331
— : . irUL I 8" PVC X‘ \ /] | o~
50 =—=102+00 TOZFOR T 03 H 00 =T s O 7 5 5= iRy % VP L . ~N
b i\ e 105 100 e e T £ 00 P15 4 00— 108 5 ¢
ilﬂ""} ————AW-’_ E 1 é '7-7 "‘.ﬁlﬁﬂ.’ﬂmj—ﬁg!=!-.!--"i',"i ' == :‘ -t" L | S —— -—::.=__:‘j o — ;ﬁ- O I".;-;T-v g 48 -l ‘-l,_)
PR SPDES "o = |
o —]
- A !
= = L
11 1/4° BEND 2 \ =
% 'o ol 4
b E \ T
i) =< \ lz IL—)
RECONNECT EX. SERVICE = \ 2 <
11 1/4° BENDS || TO NEW MAIN l | o
© /
1
i

/

PROVIDE NEW FH AT ROW &

PARIS & POTTER

ARRY BROTHERS PROP.

N
e \ s
£ o
BALA PROPERTIES, LLC

N

END CONSTRUCTION

~Yi= POC/ Sta.18+30.00

/.

L

11 1/4° BEND

HOILIMITED PARTNERSHIP OF SELMA

\»

CONTRACTOR TO PROVIDE CONCRETE
BRIDGING OVER EX. PVC WATER
LINE WHEN INSTALLING THE 30" RCP

REMOVE EXISTING FH

IN HIGH SPOT, PLACE OFFSET
AIR RELEASE VALVE & MANHOLE

CONTRACTOR TO COORDINATE WITH OWNER
FOR CLOSURE OF EXISTING WATER LINE.

OWNER MAY REQUIRE OFF-HOURS WORK FOR
TIE-INS.

-Y2- POl Sta. 15+03.89

NOTIFY OWNER FIVE (5) DAYS PRIOR TO
PERFORMING TIE-INS TO ALLOW TIME TO
NOTIFY AFFECTED PARTIES.

UTILITIES SHOWN ON PLANS MAY NOT FULLY
ENCOMPASS ALL EXISTING UTILITIES THAT
ARE AT THE SITE. CONTRACTOR SHALL BE
RESPONSIBLE FOR VERIFYING UTILITIES
PRIOR TO CONSTRUCTION.

QUANTITIES THIS SHEET:

800 LF OF 12" C900 PVC WL

60 LF OF 12" RJ DIP

860 LF OF ABANDON 12" UTILTIY PIPE

2 EA 6" GATE VALVE

1 EA REPLACE FH

1 EA AIR RELEASE VALVE

1 EA MANHOLE (FOR AIR VALVE)

THE ESTIMATED QUANTITY OF DUCTILE IRON FITTINGS ON
THIS PLAN SHEET IS 1530 LBS. THE ACTUAL QUANTITY AND
TYPE OF FITTINGS WILL VARY BASED ON FIELD CONDITIONS.

1ties\Engineer1ing\UC\Pro \NU5/95_ut_rdyld4 _UCO4 _psh.dgn




5/14/99

\ PROJECT REFERENCE NO. SHEET NO.
ENGINEERING —57oe —
)y W DESIGNED BY: EMT
DRAWN BY: EMT Q:\‘%\CA/?O(/
3220 GLEN ROYAL RD. RALEIGH, NC 27617 [CHECKED BY: ML SSEssig
TELE 919.788.0224 FAX 919.788.0232 [appROVED Bv: P8 g
NC LICENSE #P-0189 REVISED: 028912 .‘
. —".' &’VG/ N\:—("?:"..Q ;:
NORTH CAROL INA O Pty &
DEPARTMENT OF  (oewsmeafC s
;AV-; TRANSPORTAT [ON (w Jlweid 017
QUANTITIES THIS SHEET: NAD 832001 LONE 5§ 1) S TUFTETHY “cons TRuCT 10N
52 LF OF 4" RJ DIP WL FAX:(919)250-4151 PLANS ONLY
166 LF OF 6" RJ DIP WL
i6s LF OF 6/ hu DIP WL UTILITY CONSTRUCTION
166 LF OF ABANDON 6" UTILITY PIPE DOCUMENT NOT CONSIDERED FINAL
1051 LF OF ABANDON 12" UTILITY PIPE - UNTIL ALL SIGNATURES ARE COMPLETED
50 LF OF 12" STEEL CASING BY OPEN TRENCH
1 EA 4" GATE VALVE
1 EA 6" GATE VALVE

1 EA 12" GATE VALVE

1 EA RELOCATE FH

THE ESTIMATED QUANTITY OF DUCTILE IRON FITTINGS ON

THIS PLAN SHEET IS 2055 LBS. THE ACTUAL QUANTITY AND \

TYPE OF FITTINGS WILL VARY BASED ON FIELD CONDITIONS.

30+00 @ 35+00

STANCIL, RALPH L.
Y3~ POT_Sta. 10+00.00= CTANCIL. RALPH L.
L~ PC Sta. 234543 \ ~L= POT Sta. 34+/4.80
RICKS PROPERTIES, LLC

RELOCATE WATER METERS TO NEW ROW

RELOCATE WATER METER TO NEW ROW

NEW 1" COPPER SERVICE

I/16/2017
SN A

¥
EIP m _—
JACKSON, CURTIS B. = N [
" " HeHT N -
4" DIP INSIDE 12 aT S > 7
STEEL CASING. NEW m m _
CASING TO BE > @-
INSTALLED BY OPEN
CUT
o
-
[ I
I T
= (5]
N l w
&) — T — . ° 7
— A A
7 E —— AT E | 8
TV - T o
o
— === = = = — —24 RCPIWV— — — =T ZA4REPMVIZET — & A\ X — +
4 0
- F— ™
' D \ .
== — ] — — — — Tl SN (el o~ it — = — ] . : ‘ (/945 \ —200 502l ;
A ) ” 26> A = ii\ — — A —- — Hf O NN O N - —— Ny RZGHAN R ATA(RAY s i 7 S OHP T = 3 ‘\.. i ?w
3 [ #0014 +50 5 /T [15+00 C 1700 * FU7#50 1800 % 2
T, » 1 "
DUE ¢ b PUE PUE—— @ pu ya
. T
HINES, FLOSSIE REEL 2
45° BENDS =
45° BENDS g
@ 12"X12"X4" TEE Lre 11.25° BEND
& 4" GATE| VALVE >
HOILIMITED PARTNERSHIP OF SELMA @ o
LIGHT
SFIIFRS. ALLEN L. 7
RELOCATE WATER METERS & NEW 1" SERVICE SADDLE
—_— RECONNECT TO NEW MAIN TIE TO EXISTING WITH 11.25° BEND ®
)
I —_— HOWARD, PAUL, ET AL ND CONSTRUCTION -
\
—_ Y3~ POT Sta. 1+05.00 \,

—L— PT Sta. 26+65.56

bI"ELT,
£2LS
12792

TIE NEW 6" DIP TO EXISTING 12" WATER EDWARDS, RICKY o
— PLACE NEW FH AT ROW & ' E
RELOCATE WATER METER & LOWER 11.25° BEND & 12" GATE VALVE. L;l;NE & AT TEE ON S. RAIFORD ST. PLACE
SERVICE AS NEEDED T0 AVOID PLACE VALVE OUTSIDE OF SIDEWALK REMOVE EXISTING FH 6" GATE VALVE AT TEE AND PROVIDE BENDS
e ReP. GONNEGT TO NEW MAIN. TO ALIGN WITH RICKS ROAD ACCORDINGLY. v3- POT Sta. 1148195

1ties\Engineer1ing\UC\Pro \NU5/95_ut_rdydb _UCOD5 _psh.dgn




5/14/99

4" DIP INSIDE 12"
STEEL CASING. NEW
CASING TO BE
INSTALLED BY OPEN
CUT

I/16/2017
SN AV

<5

RECONNECT WM

-Y7—- POT Sta. 10+00.00

/

22)

STANCIL, RALPH L. /

RECONNECT SERVICE TO NEW

7

5%

STANCIL, RALPH L.

QOQ/

“y4- POT _Sta. 10+00.00
%‘9 n STANCIL, RALPH L.@
BEGIN CONSTRUCT ION
X@TOP N\ /7Y POT Sta.0+72.00
3 1/
3

/! | TIE 4" DIP TO EX. /|

¥
g
N:I
2 | _— 4" 45° BENDS

e
_BEGIN CONSTRUCT

Zy7— POT Sta. 13 /44.00 N
)

~

AN
AN

D

N
~

—P=FP

6" 45° BEND

NEW 6" DIP WL IN PAVEMENT

= T T

—

SDUE® PUE %DU%%%DUE‘F PUE

MATCHLINE -L- STA. 36+00.00 (SEE SHEET 5)

DJ’S PROPERTIES, INC.

MONROW
LAURENYING V.

PROPERTIES, INC.

DJ'S

— -1

7 Gy
= 30/7"00: _—:—3!)/4-_5

I
¥

G =t
/%g %~ PUE CEMENT

NEW 6" DIP WL

6" 45° BEND

BARTHOLOMEW, W.T., TH

<4

—-Y5- POT\Sta. 10+00.00=

\,4\
2
AN

9@5,,\

JOHNSON, SHERL, ET UX

PROJECT REFERENCE NO. SHEET NO.
ENGINEERING /-5795 UC—%
)y W DESIGNED BY: EMT
DRAWN BY: EMT Q:\\Q\CAR()(@/
3220 GLEN ROYAL RD. RALEIGH, NC 27617 |CHECKED BY: MJL B QQ-‘..'SQESS/O/;%..’Y %
TELE 919.788.0224 FAX 919.788.0232 [rpProvED Bv: AN
NC LICENSE #P-0189 e W
'3 ..‘o/l/ GI N E%o'..Q s:
'DEPARTMENT OF oot TR
— . TRANSPORTAT [ON E/w S 0
NAD 8 200] UTILITIES ENGINEERING SEC. 30DC82B1819D415...
PHONE : (919)707-6690 |UTILITY CONSTRUCTION
FAX:(919)250-4151 PLANS DNLY

UTILITY CONSTRUCTION

DOCUMENT NOT CONSIDERED FINAL
UNTIL ALL SIGNATURES ARE COMPLETED

QUANTITIES THIS SHEET:

250 LF OF 6" RJ DIP WATER LINE

230 LF OF ABANDON 6" UTILITY PIPE

58 LF OF 12" STEEL CASING BY OPEN TRENCH
116 LF OF 4" RJ DIP WATER LINE

2 EA 6" GATE VALVE

1 EA RELOCATE FH

INSTALL 6" DIP WL AT 2’
BELOW PROPOSED RCP. SEE
DETAIL ON UC-3

THE ESTIMATED QUANTITY OF DUCTILE IRON FITTINGS ON
\) THIS PLAN SHEET IS 1185 LBS. THE ACTUAL QUANTITY AND
TYPE OF FITTINGS WILL VARY BASED ON FIELD CONDITIONS.

/ fe/-o
=

—-L— POT Sta. 42+07.90=

—-Y7— PC Sta. 14+98.72

END CONSTRUCTION

INEW 6" TEE

I\ /-)//’——_
N ~ &

NS X .
//;36 inv 168.3

GLENNIE REA, INC. / =Y7’— PC Sta.l7+34.77

—-va- PNT  Sfa.J0+80.00

~

R0 %

NEW 6" GATE VALVE.

INSIDE THE GRASS STRIP

INSTALL

Ss

6" 90° BEND & i/

REMOVE EX. BEND AND TIE TO EX.
CIP WITH A 11 1/4°
TURNED PARTIALLY VERTICAL

RJ BEND

N

LN

3

BEGIN 4" DIP FOR CROSSING

\ \ 6" 90° BEND & 6"x4" REDUCER.

6" GATE VALVE

\—Y4— POT_Sta. 11+51.45=

PLACE NEW FH AT ROW

L= POT Sta. 36+54.43

N

END CONSTRUCTION

-Y5- POT Sta. 10+83.00
-Y5- POT Sta. llI+77.33

—L— POT Sfas40141.48

STANCIL

11 1/4° BEND /

OIL” COMPANY %\CONSTRUCT/ON

—Y7/OT Sta. 16 +40.00
hm,
RUSSELL L.\<

Y

GLENNIE REA, INC. /\

: N

Ss

SHIRLEY, WILBERT O.

IZl

—-Y7— PT Sta. 20+02.24
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* UTILITIES SHOWN ON PLANS ARE APPROXIMATE. CONTRACTOR
SHALL FIELD VERIFY LOCATION AND DEPTH.

PROVIDE CONCRETE CRADLE BETWEEN PIPES.

PROJECT REFERENCE NO. SHEET NQ.
ENGINEERING ror o=
MAINTAIN 3' MINIMUM COVER (TYP) A DESIGNED BY: EMT

DRAWN BY: EMT . <§\§ﬁ@iy

PROVIDE 18" SEPARATION OVER TOP OF SANITARY SEWER. 3220 GLEN ROYAL RD. RALEIGH, NC 27617 [cieckep BY:  BAW _.:’&Q}g;'éssfé;;-.%
TELE 919.788.0224 FAX 919.788.0232 —— PO g 2

! NC LICENSE #P-0189 APPROVED BY: 2§ AL
PROVIDE 12~ SEPARATION OVER/UNDER STORM PIPES OR REVISED: LohG, el
GIN\E?/,.fQ

NORTH CAROLINA | ™ &b~ Mﬂ\é’

DEPARTMENT OF

TRANSPORTAT ION gaL/zggym"ngkw/un7
UTILITIES ENGINEERING SEC.

PHONE : (919)707-6690 [UTTETTY " CONSTRUCT TON
FAX:(919)250-4151 PLANS ONLY

EX. 787 RCP 7O BE FILLED
W, FLOWABLE F7LL

£X. TEL LINEX

12"x12"x6" TEE. RECONNECT EX. LINE

DOCUMENT NOT CONSIDERED FINAL

NEW 15" RCP EX. 7157 OW PIPE
UNTIL ALL SIGNATURES ARE COMPLETED
” NEW 24" RCP
EX. CABLE LINES* £X. CABLE FOC EX, 157 DW PIPE UTILITY CONSTRUCTION
BEGIN C900 £X. TELT EX. GRADE EX. TEL*
180 60 LF 12" RJ DIP PROVIDE VERT. BENDS 10' FROM 180
CROSSING AND AS NEEDED TO GET
12" €900 PVC 18" CLEARANCE OVER EX. SEWER
—CROCKER RD. U PROVIDE OFFSET AIR RELEASE VALVE IN MANHOLE e — ——
im SENI SRRV AR / /] -7 To==f=
170 | §q Emmnr =S nEma naman It Cm————— N AN T L{ ‘K ,é\. _____ - , 170
— — — e e —— " —— —— —
\ . - REERREN /-———-hr
= NEW 11 1/4° BEND & \EROVIDE 18
. LEARANCE
11 1/4°BEND NEW 12" GATE VALVE
160 EX. TEL* NEW FH TEE 160
EX. TFL* NEW 24" RCP NEW 12"X12"X4" TEE
EX. 187 RCP RECONNECT SERVICE o NEW 45° BEND
150 TIE TO EXISTING TEE NEW 30" RCP NEW 18" RCP 11 1/4°BEND ot s o HECONNEGT-GERVILE EX. SELWA 87 SEWER 150
RECONNECT SERVICE NEW 2" GAS* 12"x12"x6" TEE. RECONNECT EX. LINE
100+00 100+50 101+00 101+50 102+00 102+50 103+00 103+50 104+00 104+50 105+00 105+50 106+00 106+50 107+00 107+50 108+00 108+50 109+00 109+50 110+00 110+50 111+00 111+50 112+00 112+50 113+00
12" WATER LINE ALONG RICKS ROAD UC4<|>U05
PROPOSED GRADE EX ATET DUCT BANK
" TIE TO EXISTING TEE &
SUERECZaEZ Uil PROVIDE NEW 6" GATE VALVE
22.5° BEND EX SELMA 87 SEWER
180 SiSiSsasEaninnes RECONNECT SERVICE 180 180 PROPOSED GRADE ﬁE 'BrcE)NEx%STING 180
DEPTH UNKNOWY i 6"7/’0’1 S A W/ REDUCER
170 i 170 17 170
\“:’ Y
\ 6" DIP
12" €900 PVC ﬁ\ FH TEE
160 J NEW FH TEE NEW 45° BEND 160 160 45° BEND 160
NEW-45-BEND RECONNECT SERVICE SUBUIERE SULL NEW 11 1/4° BEND & BREmAS ReNAS A s AR
EX. JOHNSTON COUNTY 16" AC WL HETTOrEXISTING PIPE 6" RJ 90° BEND & A A
PROVIDE 12" MIN SEPARATION & 3 Mg I’
A CONCRETE CRADLE NEW 11 1/4° BEND 6""X4" RJ REDUCER
150 150 150 150
113+00 113+50 114+00 114+50 115+00 115+50 116+00 116+50 117+00 117+50 118+00 118+50 119+00 119+50 200+00 200+50 201+00 201+50 202+00 202+50 203+00
UC5 «|» UC6
12" WATER LINE ALONG RICKS ROAD (UC5) 6” & 4" WATER LINE ALONG RICKS ROAD AT FLORENCE AVE.
EX. GAS. CONTRACTOR SHALL
LOCATE AND ADJUST DEPTH OF
NEW 45° BEND TEL CABLES IN AREA WATER LINVE 70 AVO7D.
TIE TO EXISTING 6/ CIP. 5 NEW GATE VALVE
180 | ELEVATION SHOWN PER TEST NEW 18~ RCP EX. 1" GALVANIZED LINE* 180
HOLE PROPOSED GRADE
EXNIST. GRADE EX. TEL LINES
170 __ 170
£ 67 c]p/ N END WITH NEW TEE PLACED ON
NEW 6” DIP WL EX. LINE. SEE DTL ON UC'03
160 NEW 11.25° RJ NEW 45° BEND * IF 1" LINE IS CONNECTED TO ANY 160
VERTICAL BEND NEW 11.25° BEND PORTION OF LINE BEING REPLACED,
NEW 90° BEND THEN REATTACH THE 1" LINE TO NEW.
150 150

6" WATER LINE ALONG RICKS ROAD AT S. POLLOCK ST. (UC6)

300+00 300+50 301+00 301+50 302+00




